This document gives pertinent information concerning the reissuance of the Virginia Pollutant Discharge Elimination
System (VPDES) Permit listed below. This permit is being processed as a Minor, Municipal permit. The discharge
results from the operation of a 0.90 MGD wastewater treatment plant (WWTP). This permit action consists of updating
the proposed effluent limits to reflect the current Virginia Water Quality Standards (effective January 6, 2011) and
updating permit language as appropriate. The effluent limitations and special conditions contained in this permit will
maintain the Water Quality Standards (WQS) of 9VAC25-260 et seq.

1.  Facility Name and Mailing ~ Clevengers Village WWTP SIC Code : 4952 WWTP
Address: 118 West Davis Street, Suite 101
Culpeper, VA 22701
Facility Location: 19525 Clevengers Utility Road County: Culpeper
Jeffersonton, VA 22724
Facility Contact Name: Paul Howard, JIr. Telephone Number: (540) 727-3409
Facility E-mail Address: phoward@culpepercounty.gov
2. Permit No.: VA0080527 Expiration Date of /.54 2013
previous permit:
Other VPDES Permits associated with this facility: VANO20027
Other Permits associated with this facility: NA
E2/E3/E4 Status: NA
3. Owner Name: The County of Culpeper

Paul Howard, JIr./

Owner Contact/Title: Director of Environmental Services

Telephone Number: (540) 727-3409

Owner E-mail Address: phoward{@culpepercounty.gov

4.  Application Complete Date: January 16, 2013

Permit Drafted By: Susan Mackert Date Drafted: March 19, 2013
Draft Permit Reviewed By:  Alison Thompson Date Reviewed: March 28, 2013
WPM Review By: Bryant Thomas Date Reviewed: April §, 2013
Public Comment Period : Start Date:  June 14, 2013 End Date: July 15, 2013

5. Receiving Waters Information: See Attachment 1 for the Flow Frequency Determination

Receiving Stream Name : Rappahannock River Stream Code: 3-RPP
Drainage Area at Qutfali: 204 square miles* River Mile; 159.8
Stream Basin: Rappahannock River Subbasin: None
Section: 3 Stream Class: ) IiI

Special Standards: None Waterbody ID: VAN-EOZR
7Q10 Low Flow: 1.2 MGD 7Q10 High Flow: 21 MGD
1Q10 Low Flow: 0.97 MGD 1Q10 High Flow: 17 MGD
30Q10 Low Flow: 3.7MGD 30Q10 High Flow: 32 MGD
Harmonic Mean Flow: 25 MGD 30Q5 Flow: 6.1 MGD

*Using GIS, DEQ staff has determined the drainage area to be 205 square miles which is reflected within the planning statement (see Attachment 5). During the
previous reisswance of the permit, a drainage area of 204 square miles was utilized. It is staff’s best professional judgement that a drainage area of 204 squarc
miles be used as it provides consistency with the previous permit.
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6. Statutory or Regulatory Basis for Special Conditions and Effluent Limitations:
L State Water Control Law __ EPA Guidelines
v'  Clean Water Act v' Water Quality Standards
Z VPDES Permit Regulation Z Other 9V AC25-820 (Nutrient General Permit)
v/ EPA NPDES Regulation
7. Licensed Operator Requirements: Class IT
8.  Reliability Class: Class [1
9.  Permit Characterization:
v County v Effluent Limited Possible Interstate Effect
o Federal v Water Quality Limited - Compliance Schedule Required
" state  Whole Effluent Toxicity Program Required  Tnterim Limits in Permit
v POTW* - Pretreatment Program Required - Interim Limits in Other Document
v TMDL -

*POTW = Publicly Owned Treatment Works

10. Wastewater Sources and Treatment Description:

The Clevengers Village WWTP is a municipal wastewater treatment plant that treats domestic wastewater from
Culpeper County’s Clevengers Comer Service Area. The Water Quality Management Plan (9VAC25-720)
established nutrient allocations for the facility based on a design flow of 0.90 MGD, rather than the facility’s actual
design flow on 0.86 MGD. 1t is staff’s best professional judgement that the design flow be referenced as 0.90 MGD
within this reissuance to be consistent with the Water Quality Management Plan. The facility currently operates at
approximately 0.055 MGD. The previous permit included tiers for 0.30 MGD, 0.60 MGD, and 0.90 MGD. With
this reissnance Culpeper County has requested removal of the 0.30 MGD and 0.60 MGD flow tiers.

The plant’s treatment train is known as a 5-stage Bardenpho process. The facility is constructed in a modular layout
consisting of three modules or treatment trains, each capable of treating 0.30 MGD. Influent flow enters the WWTP
via the liquid process train. This train is composed of preliminary treatment (screening, grit removal and flow
measurement), flow equalization, Biclogical Nutrient Removal (BNR), secondary clarification, UV disinfection,
flow measurement and post aeration. Final discharge is to the Rappahannock River via Outfall 001.

A Certificate to Operate (CTO) was issued to the facility on August 26, 2010 (Attachment 2).

See Attachment 3 for a facility schematic/diagram,

TABLE 1 — Outfall Description
Outfall Outfall*
Discharge Sources Treatment Design Flow(s) Latitude and
Number .
Longitude
. 38°39'43.7" N
001 b tic Wast 1 . .
omestic Wastewater | See Item 10 above 0.50 MGD 770 534837 W

* The outfall latitude/longitude noted in Table 1 differs from that provided by Culpeper County within the application package. DEQ stafl has
determined the latitude/longitude above is more accurate and this is reflected within the planning statemnent (see Attachment 5). Itis staff’s best
professional judgement that the above coordinates be used.

See Attachment 4 for (Jeffersonton, DEQ #196B) topographic map.
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Sludge Treatment and Disposal Methods:

Waste activated sludge is processed along a separate treatment train referred to as the solids stream. This stream is
comprised of acrobic digestion, solids conditioning, and dewatering. The waste activated sludge is pumped to one
of three aerobic digesters where the contents are aerated with coarse bubble diffusers, stored and decanted prior to
being pumped to a belt filter press for dewatering.

Dewatered sludge cake is conveyed to a covered roll off box and transported to Culpeper County’s Laurel Valley
Solid Waste Transfer Station. Republic Waste transports the sludge from the solid waste transfer station to the Old
Dominion Sanitary Landfill in Richmond, Virginia. The application indicates that approximately 92 dry metric tons
of solids are generated each year.

Discharges and Monitoring Stations in Vicinity of Discharge in Waterbody VAN-E02R:

TABLE 2
3-RPP150.20 DEQ freshwater probabilistic monitoring station downstream from Route 621,
3-RPP150.32 DEQ al_nbient mom'tqring station located at the Route 621 bridge crossing
approximately 9.4 miles downstream of Outfall 001
VAQ021172 Warrenton Town Sewage Treatment Plant (UT* to Great Run)
*UT = Unnamed Tributary '
VA0031763 Marshall Wastewater Treatment Plant (UT to Carter Run)
VA0076805 Remington Wastewater Treatment Plant (Rappahannock River)
VA0077411 Fauquier Springs Country Club Sewage Treatment Plant (Rappahannock River)
VAG406058 Roger D. Hawkins Residence (UT to Carter Run)
VAG406066 Lawrence Kipps Rental Residence (Marsh Run)
VAG406334 Fauquier Habitat for Humanity — Yates Residence (UT to Borrows Run)
VAG406490 Petronzio Ellsworth Residence (UT to Rappahannock River)
VAR051721 Augusta Lumber, LLC (UT to Rappahannock River)

Material Storage:

TABLE 3 - Material Storage
Materials Description Volume Stored Spill/Stormwater Prevention
Measures
Micro2000 750 Gallons Chemical Feed Room
Caustic Soda (25%) 750 Gallons Chemical Feed Room
Alum 2500 Gallons Alum Room
Polymer 250 Gallons Belt Press Room
Soda Ash 1 Pallet (2650 Pounds) Alum Room
Degreaser 35 Gallons Belt Press Room
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Site Inspection:

A site visit was performed by the facility’s water compliance inspector, April Young, on October 21, 2011,

Receiving Stream Water Quality and Water Quality Standards:

a)

b)

Ambient Water Quality Data

This facility discharges into the Rappahannock River. However, the receiving segment of the
Rappahannock River has not been monitored or assessed by DEQ. The nearest downstream DEQ
monitoring station is 3-RPP150.32, located at the Route 621 bridge crossing, approximately 9.4 miles
downstream of OQutfall 00i. The following is the water quality summary for this portion of the
Rappahannock River, as taken from the Draft 2012 Integrated Asscssment*:

Class IIL, Section 3.

DEQ freshwater probabilistic monitoring station 3-RPP150.20, downstream from Route 621, and ambient
water quality monitoring station 3-RPP150.32, at Route 621,

DEQ benthic macroinvertebrate biological monitoring and associated chemical data finds this segment to be
fully supporting the aquatic life and wildlife uses.

E. coli monitoring find a bacterial impairment, resulting in an impaired classification for the recreation use.
This assessment is carried forward from the 2010 assessment, as no new E. coli bacteria has been collected.
This impairment is nested within the downstream completed bacteria TMDL for the Rappahannock River.

The fish consumption use is fully supporting based on water column metals data.

* Virginia’s Draft 2012 Integrated Report (IR) has been through the public comment period and reviewed
by EPA. The 2012 IR is currently awaiting final approval.

303(d) Listed Stream Segments and Total Maximum Daily Loads (TMDLs)

TABLE 4 - 303(d) Impairment and TMDL Information

Impairment Information in the Draft 2012 Integrated Report™*

Waterbody Impaired Distance TMDL Basis for TMDL
Cause From WLA#**
Name - Use completed WLA Schedule
QOutfall

Rappahannock 1.57+12 126

Rappahannock . } ) River Basin ) cfu/100ml

, Recreation E. coli 5.5 miles . cfu/year -

River Bacteria E coli ---

01/23/2008 €0 0.9 MGD

*Virginia’s Draft 2012 Integrated Report (IR) has been through the public cominent period and reviewed by EPA. The 2012 IR is currently awaiting final approval.
*WLA = Wasteload Allocation
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Significant portions of the Chesapeake Bay and its tributaries are listed as impaired on Virginia’s 303(d) list
of impaired waters for not meeting the aquatic life use support goal, and the 2010 Virginia Water Quality
Assessment 305(b)/303(d) Integrated Report indicates that much of the mainstem Bay does not fully
support this use support goal under Virginia’s Water Quality Assessment guidelines. Nutrient enrichment is
cited as one of the primary causes of impairment. EPA issued the Bay TMDL on December 29, 2010. Tt
was based, in part, on the Watershed Implementation Plans developed by the Bay watershed states and the
District of Columbia.

The Chesapeake Bay TMDL addresses all segments of the Bay and its tidal tributaries that are on the
impaired waters list. As with all TMDLs, a maximum aggregate watershed pollutant loading necessary to
achieve the Chesapeake Bay’s water quality standards has been identified. This aggregate watershed
loading is divided among the Bay states and their major tributary basins, as well as by major source
categories [wastewater, urban storm water, onsite/septic agriculture, air deposition]. Fact Sheet Section
17.¢ provides additional information on specific nutrient limitations for this facility to implement the
provisions of the Chesapeake Bay TMDL.

The full planning statement is found in Attachment 5.

Receiving Stream Water Quality Criteria

Part IX of 9VAC25-260(360-550) designates classes and special standards applicable to defined Virginia
river basins and sections. The receiving stream, the Rappahannock River, is located within Section 3 of the
Rappahannock River Basin, and classified as a Class III water.

At all times, Class Il waters must achieve a dissolved oxygen (D.0.) of 4.0 mg/L or greater, a daily
average D.O. of 5.0 mg/L or greater, a temperature that does not exceed 32°C, and maintain a pH of 6.0-9.0
standard units (S.U.).

Attachment 6 details other water quality criteria applicable to the receiving stream.
Ammonia as N:

The fresh water, aquatic life Water Quality Criteria for Ammonia are dependent on the instream and/or
effluent temperature and pH. The 90" percentile temperature and pH values arc used because they best
represent the critical design conditions of the receiving stream.

During the previous reissuance of this permit, receiving stream monitoring data for pH and temperature
from ambient monitoring station 3-RPP175.51 (1987 — 2002) was re-evaluated against receiving stream
monitoring data for pH and temperature from 2003 — 2007. Staff found no significant differences in the
data used to establish ammonia criteria and subsequent effluent limits in the previous permit. Therefore, the
previously established pH and temperature values were used to calculate ammonia criterta.

Because the facility has become operational since the previous reissuance, staff has re-evaluated pH and
temperature data from 2008 — 2013 from ambient monitoring station 3-RPP175.51 (Attachment 6). It is
staff’s best professional judgement that the new data be used to determine new ammonia water quality
criteria and new wasteload allocations (WLAs). Table 5 and Table 6 below show the 90™ percentile
ambient data comparisons.

Table 5 -- 90" Percentile pH Comparison (Ambient Data)

2007 2013

7.7 8.U. 7.5 8.U.
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Table 6 — 90" Percentile Temperature Comparison (Ambient Data)

Season 2007 2013
June - November 244 °C 26 °C
December - May 16.9°C 15°C

When instream temperature and pH data are utilized, staff must also use effluent pH and temperature data to
establish the ammonia water quality standard to account for mixing in receiving waters. The 90th percentile
pH and temperature was derived from Outfall 001 DMR submissions dated December 2010 to December
2012 (Attachment 6). Table 7 and Table 8 below show the 90™ percentile derivations. The ammonia water
quality standards calculations are shown in Attachment 6.

Table 7 — 90" Percentile pH Derivation (Effluent Data)
2013

8.0 S.U.

Table 8 — 90™ Percentile Temperature Derivation (Effluent Data)

Season 2013
June - November 25°C
December - May 19°C

Metals Criteria:

The Water Quality Criteria for some metals are dependent on the receiving stream and/or effluent hardness
(expressed as mg/L calcium carbonate). Hardness data has not been collected from ambient monitoring
station 3-RPP175.51 since June 2003. As such, the average receiving stream hardness of 26 mg/L utilized
in the previous reissuance shall be carried forward. ;

When instream hardness data is available for use, staff must also use effluent hardness data to establish the
hardness-dependent metals criteria. Because there is no Total Hardness effluent data for Qutfall 001, staff
guidance suggests using a default hardness value of 50 mg/I. CaCO; for streams east of the Blue Ridge.

The hardness-dépendent metals criteria shown in Attachment 6 are based on the two values above.

Bacteria Criteria:

The Virginia Water Quality Standards at 9V AC25-260-170A state that the following criteria shall apply to
protect primary recreational uses in surface waters:

1) E. coli per 100 mL of water shall not exceed a monthly geometric mean of the following:
Geometric Mean'

Freshwater E. coli (N/100 ml) 126

'For a minimum of four weekly samples [taken during any calendar month].
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d) Receiving Stream Special Standards

The State Water Control Board's Water Quality Standards, River Basin Section Tables (9VAC25-260-360,
370 and 380) designates the river basins, sections, classes, and special standards for surface waters of the
Commonwealth of Virginia. The receiving stream, the Rappahannock River, is located within Section 3 of the
Rappahannock River Basin. This section has not been designated with any special standards.

e) Threatened or Endangered Species

The Virginia Department of Game and Inland Fisheries (DGIF) Fish and Wildlife Information System
Database was searched on January 16, 2013, for records to determine if there are threatened or
endangered species in the vicinity of the discharge. The following threatened or endangered species were
identified within a 2 mile radius of the discharge: Shenandoah Salamander, Dwarf Wedgemussel,
Peregrine Falcon, Upland Sandpiper, Loggerhead Shrike, Henslow’s Sparrow, Appalachian Grizzled
Skipper, Green Floater, and Migrant Loggerhead Shrike. The limits proposed in this draft permit are
protective of the Virginia Water Quality Standards and protect the threatened and endangered species
found near the discharge.

The stream that the facility discharges to is within a reach identified as having an Anadromous Fish Use.
It is staff’s best professional judgment that the proposed limits are protective of this use.

Antidegradation (9VAC25-260-30):

All state surface waters are provided one of three levels of antidegradation protection. For Tier 1 or existing use
protection, existing uses of the water body and the water quality to protect these uses must be maintained. Tier 2
water bodies have water quality that is better than the water quality standards. Significant lowering of the water
quality of Tier 2 waters is not allowed without an evaluation of the economic and social impacts. Tier 3 water bodies
are exceptional waters and are so designated by regulatory amendment. The antidegradation policy prohibits new or
expanded discharges into exceptional waters.

The receiving stream has been classified as Tier 2 based on an evaluation of the current 305(b)/303(d) Integrated
Report (IR). No significant degradation to the existing water quality will be allowed. Tn accordance with current
DEQ guidance, no significant lowering of water quality is to occur where permit limits are based on the following:

- The dissolved oxygen in the receiving stream is not lowered more than 0.2 mg/L from the existing levels;

- The pH of the receiving stream is maintained within the range 6.0-9.0 S.U.;

- There is compliance with all temperature criteria applicable to the receiving stream;

- No more than 25% of the unused assimilative capacity is allocated for toxic criteria established for the
protection of aquatic life; and

- No more than 10% of the unused assimilative capacity is allocated for criteria for the protection of human
health.

The antidegradation policy also prohibits the expansion of mixing zones to Tier 2 waters unless the requirements of
OVAC25-260-30.A.2 are met.
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17. Effluent Screening, Wasteload Allocation, and Effluent Limitation Development:

To determine water quality-based effluent limitations for a discharge, the suitability of data must first be determined.
Data is suitable for analysis if one or more representative data points is equal to or above the quantification level
("QL") and the data represent the exact pollutant being evaluated.

Next, the appropriate Water Quality Standards are determined for the pollutants in the effluent. Then, the Wasteload
Allocations (WLA) are calculated. The WLA values are then compared with available effluent data to determine the
need for effluent limitations. Effluent limitations are needed if the 97th percentile of the daily effluent concentration
values is greater than the acute wasteload allocation or if the 97th percentile of the four-day average effluent
concentration values is greater than the chronic wasteload allocation. Effluent limitations are the calculated on the
most limiting WLA, the required sampling frequency, and statistical characteristics of the efftuent data.

a)

b)

Effluent Screening:

Effluent data obtained from the permit application and Discharge Monitoring Report (DMR) forms from
December 2010 to December 2012 has been reviewed and determined to be suitable for evatuation. The
following pollutants require a wasteload allocation analysis: Zinc, Chlorpyrifos (Dursban), Demeton,
Guthion, Malathion, and Parathion.

Mixing Zones and Wasteload Allocations (WLAs):

Wasteload allocations (WL.As) are calculated for those parameters in the effluent with the reasonable
potential to cause an exceedance of water quality criteria. The basic calculation for establishing a WLA is the
steady state complete mix equation:

WiA = ClQ+ (P (Q)]- [(G)(H(Q)]
Qe
Where: WLA = Wasteload allocation
C, = In-stream water quality criteria
Q. = Design flow
f = Decimal fraction of critical flow from mixing evaluation
Q, = Critical receiving stream flow

(1Q10 for acute aquatic life criteria; 7Q10 for chronic aguatic life criteria; 30Q10 for ammonia
crileria; harmonic mean for carcinogen-human health criteria; and 30Q5 for non-carcinogen
human health criteria)

C = Mean background concentration of parameter in the receiving
stream.

The Water Quality Standards contain two distinct mixing zone requirements. The first requirement is general
in nature and requires the "use of mixing zone concepts in evaluating permit limits for acute and chronic
standards in 9VAC25-260-140.B". The second requirement is specific and establishes special restrictions for
regulatory mixing zones "established by the Board".

The Department of Environmental Quality uses a simplified mixing model to estimate the amount of mixing
of a discharge with the receiving stream within specified acute and chronic exposure periods. The simplified
model contains the following assumptions and approximations:

- The effluent enters the stream from the bank, either via a pipe, channel or ditch.

- The effluent velocity isn't significantly greater (no more than 1 - 2 ft/sec greater) than the stream
velocity.

- Thereceiving stream is much wider than its depth (width at least ten times the depth).

- Diffusive mixing in the longitudinal direction (lengthwise) s insignificant compared with advective
transport (flow).
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- Complete vertical mixing occurs instantaneously at the discharge point. This is assumed since the
stream depth ts much smaller than the stream width.
- Lateral mixing (across the width) is a linear function of distance downstream.
- The effluent is neutrally buoyant (e.g. the effluent discharge temperature and salinity are not
significantly different from the stream's ambient temperature and salinity).
- Complete mix is determined as the point downstream where the variation in concentration is 20% or less
across the width and depth of the stream.
- The velocity of passing and drifting organisms is assumed equal to the stream velocity.

If it is suitably demonstrated that a reasonable potential for lethality or chronic impacts within the physical
mixing area doesn't exist, then the basic complete mix equation, with 100% of the applicable stream flow, is
appropriate. If the mixing analysis determines there is a potential for lethality or chronic impacts within the
physical mixing area, then the proportion of stream flow that has mixed with the effluent over the allowed
exposure time is used in the basic complete mix equation. As such, the wasteload allocation equation is
modified to account for the decimal fraction of critical flow (f).

Staff derived wasteload allocations where parameters are reasonably expected to be present in an effluent
(e.g., total residual chlorine where chlorine is used as a means of disinfection) and where effluent data
indicate the pollutant is present in the discharge above quantifiable levels. With regard to the Qutfall 001
discharge, ammonia as N is likely present since this is a WWTP treating sewage, and Attachment A data
indicate Zinc, Chlorpyrifos (Dursban), Demeton, Guthion, Malathion, and Parathion are present in the
discharge. Attachment 6 details the mixing analysis and WLA derivations for these pollutants.

Antidegradation Wasteload Allocations (AWLAS).

Since the receiving stream has been determined to be a Tier IT water, staff must also determine
antidegradation wasteload allocations (AWLAs). The steady state complete mix equation is used substituting
the antidegradation baseline (C,) for the in-stream water quality criteria (C,):

AWLA 2 Co(Qe* Q) ~(C)(Q)
Q.
Where: AWLA = Antidegradation-based wasteload allocation
Gy = In-stream antidegradation baseline concentration
Q. = Design flow
Qs = Critical receiving stream flow

(1Q10 for acute aquatic life criteria; 7Q10 for ¢chrenic aquatic life criteria; 30Q10 for ammonia
criteria; harmonic mean for carcinogen-human health criteria; and 30Q5 for non-carcinogen
human health criteria)

C = Mean background concentration of parameter in the receiving
stream.
Calculated AWLAS for the pollutants noted in b. above are presented in Attachment 6.

Effluent Limitations Toxic Pollutants, Qutfall 001 —

9VAC25-31-220.D. requires limits be imposed where a discharge has a reasonable potential to cause or
contribute to an in-stream excursion of water quality criteria. Those parameters with (A)WLAs that are near
effluent concentrations are evaluated for limits.

The VPDES Permit Regulation at 9VAC25-31-230.D requires that monthly and weekly average limitations
be imposed for continuous discharges from POTWs and monthly average and daily maximum limitations be
imposed for all other continuous non-POTW discharges.
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Ammonia as N (December — May):

Staff reevaluated pH and temperature and has concluded it is different than what was used previously to
derive ammonia criteria (Attachment 6). As result, staff used the new data to determine new ammonia
water quality criteria, new wasteload allocations (WLASs) and new ammonia limits (Attachment 6).
DEQ guidance suggests using a sole data point of 9.0 mg/L for discharges containing domestic sewage
to ensure the evaluation adequately addresses the potential for ammonia to be present in the discharge
containing domestic sewage.

Using the new data, no ammonia limitations are needed (Attachment 7). As such, ammonia
requirements with this reissuance are less stringent than in the previous permit. However, a review of
the previous limit derivation was found to be technically incorrect. During the previous reissuance
water quality criteria were used for limit derivation rather than the most limiting allocations thereby
incorrectly determining the need for an ammonia limitation.

Ammonia limitations for the months of December — May are not warranted for this discharge.

TKN (June — November):

TKN limitations are based on the stream modeling conducted in October 1991 (Attachment 8). A TKN
limit of 3.0 mg/L assumes that ammeonia is removed and that the remaining nitrogen is in the form of
refractory organic compounds that will not be easily oxidized. The weekly average limit will be 4.5
mg/L. based on a multiplier of 1.5 times the monthly average. These limitations are carried forward
from the previous reissuance,

Metals:

An analysis of the data provided with this reissuance indicates the need for a monthly average and daily
maximum zinc limitation of 27 pg/L (Attachment 9). The limit is derived based on one datum point of
42 ug/L. Because the limit is derived from one datum point, it is staff’s best professional judgement
that monitoring be implemented in lieu of a limitation. Monitoring will allow for additional data to be
collected to assist in a later determination of whether a zinc limit is warranted. As such, dissolved zinc
monitoring shall be implemented with this reissuance. A monitoring frequency of once every six
months (1/6M) is proposed.

Total Hardness:

The Water Quality Criteria for some metals are dependent on the effluent hardness (expressed as mg/L
calcium carbonate). Because staff has proposed monitoring for dissolved zinc, it is staff’s best
professional judgement that hardness monitoring also be implemented with this reissuance. A
monitoring frequency of once every six months (1/6M) is proposed.

Pesticides (Chlorpyrifos, Demeton, Guthion, Malathion, Parathion):

An analysis of the data provided with this reissuance indicates no effluent limits are necessary
(Attachment 10). While limits are not warranted with this reissuance, it is staff’s best professional
judgement that monitoring be implemented as the above pesticides are noted as being present in the
discharge. A monitoring frequency of once every six months (1/6M) is proposed.

The permittee shall sample and submit results for Chlorpyrifos, Demeton, Guthion, Malathion, and
Parathion at the frequency of once every six (6) months in accordance with the schedule below. If all
reported results for Chlorpyrifos, Demeton, Guthion, Malathion, and Parathion do not exceed the
laboratory established quantitation limit (QL) after the first two years of monitoring, the permittce may
submit a written request to DEQ-NRO for a reduction in the sampling frequency to once every year.
Should any of the yearly monitoring results for Chlorpyrifos, Demeton, Guthion, Malathion, and
Parathion exceed the laboratory established QL, the monitoring frequency shall revert to once every six
months for the remainder of the permit term.
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Effluent Fimitations and Moenitoring, QOutfall 001 — Conventional and Non-Conventional Pollutants

No changes to dissolved oxygen (D.0.), biochemical oxygen demand-5 day (BODs), carbonaceous
biochemical oxygen demand-5 day (CBOD), total suspended solids (TSS), total kjeldahl nitrogen (TKN),
and pH limitations are proposed.

Dissolved Oxygen, CBOD:s, and TKN limitations are based on the stream modeling conducted in October
1991 (Attachment 8) and are set to meet the water quality criteria for D.O. in the receiving stream and are set
to ensure that the receiving stream D.O. does not decrease more than 0.2 mg/L to meet the requirements of the
antidegradation policy. The 7Q10 flow has changed since the original modeling was conducted, but the
change is not significant enough to warrant new modeling.

It is staff’s practice to equate the Total Suspended Solids limits with the BQODs limits, For the months of
December through May, TSS limits are established to equal BOD; limits since the two pollutants are closely
related in terms of treatment of domestic sewage.

pH limitations are set at the water quality criteria.

E. coli limitations are in accordance with the Water Quality Standards 9VAC25-260-170.

Effluent Annual Average Limitations and Monitoring, Qutfall 001 — Nutrients

VPDES Regulation 9VAC25-31-220(D) requires effluent limitations that are protective of both the numerical
and narrative water quality standards for state waters, including the Chesapeake Bay.

As discussed in Section 15, significant portions of the Chesapeake Bay and its tributaries are listed as
impaired with nutrient enrichment cited as one of the primary causes. Virginia has committed to protecting
and restoring the Bay and its tributaries. Only concentration limits are now found in the individual VPDES
permit when the facility installs nutrient removal technology. The basis for the concentration limits is
9VAC25-40 - Regulation for Nutrient Enriched Waters and Dischargers within the Chesapeake Bay
Watershed which requires new or expanding discharges with design flows of >0.04 MGD to treat for TN and
TP to either BNR levels (TN = 8 mg/L; TP = 1.0 mg/L) or SOA levels (TN = 3.0 mg/L. and TP = 0.3 mg/L).

This facility has also obtamed coverage under 9VAC25-820 General Virginia Pollutant Discharge
Elimination System (VPDES) Watershed Permit Regulation for Total Nitrogen and Total Phosphorus
Discharges and Nutrient Trading in the Chesapeake Bay Watershed in Virginia. This regulation specifies and
controls the nitrogen and phosphorus loadings from facilities and specifies facilities that must register under
the general permit. Nutrient loadings for those facilities registered under the general permit as well as
compliance schedules and other permit requirements, shall be authorized, monitored, limited, and otherwise
regulated under the general permit and not this individual permit. This facility has coverage under this
General Permit; the permit number is VAN020027. Total Nitrogen Annual Loads and Total Phosphorus
Annual Loads from this facility are found in 9VAC25-720 — Water Quality Management Plan Regulation
which sets forth TN and TP maximum wasteload allocations for facilitics designated as significant discharges,
i.e., those with design flows of >0.5 MGD above the fall line and >0.1 MGD below the fall line.

Monitoring for Nitrates + Nitrites and Total Kjeldahl Nitrogen are included at this flow tier. The monitoring is
needed to protect the Water Quality Standards of the Chesapeake Bay. Monitoring frequencies are set at the
frequencies set forth in 9VAC25-820.

Annual average effluent limitations, as well as monthly and year to date calculations, for Total Nitrogen and
Total Phosphorus are included in this permit. The annual averages are based on 9VAC25-40 and GM07-
2008.
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f)  Effluent Limitations and Monitoring Summary.

The effluent limitations are presented in the following table. Limits were established for Flow, pH, BODs;,
CBOD:s, Total Suspended Solids, Total Kjeldahl Nitrogen, Dissolved Oxygen, E. coli, Total Nitrogen
(calendar year), and Total Phosphorus (calendar year).

The limit for Total Suspended Solids is based on Best Professional Judgement.

The mass loading (kg/d) for monthly and weekly averages were calculated by multiplying the concentration
values (mg/L), with the flow values (in MGD) and a conversion factor of 3.785.

The mass loading (1b/d) for TKN monthly and weekly averages were calculated by multiplying the
concentration values (mg/L.), with the flow values (in MGD) and a conversion factor of 8.345.

Sample Type and Frequency are in accordance with the recommendations in the VPDES Permit Manual.

The VPDES Permit Regulation at 9VAC25-31-30 and 40 CFR Part 133 require that the facility achieve at
least 85% removal for BOD/CBOD and TSS (or 65% for equivalent to secondary). The limits in this permit
arc water-quality-based effluent limits and result in greater than 85% removal.

Antibacksliding:

The backsliding proposed with this reissuance conforms to the anti-backsliding provisions of Section 402(0) of the
Clean Water Act, 9VAC25-31-220.L and 40 CFP 122.44. As stated earlier, VPDES permit regulations, 9VAC25-
31-220.L.2.b(1) and (2), does allow for the relaxation of permit limitations during a permit reissuance if new
information becomes available and technical mistakes were made during the previous issuance, respectively.

Technical mistakes were discovered upon review of the previous reissuance file (see Section 17.¢.1 of the Fact
Sheet).
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19, Effluent Limitations/Monitoring Requirements: Outfall 001

Design flow is 0.90 MGD.
Effective Dates: During the period beginning with the permit's effective date and lasting until the expiration date.

BASIS MONITORING
PARAMETER FOR DISCHARGE LIMITATIONS REQUIREMENTS
LIMITS Monthly Average Weekly Average Minimum Maximurn Frequency Sample Type
Flow (MGD) NA NL NA NA NL Continuous TIRE
pH 2 NA NA 608U 208U 1/'D Grab
BOD; (December — May) 24 25mg/L.  85kgfday 38 mg/l 130 kg/day NA NA DWW 8H-C
CBOD:; (June — November) 24 30mp/l. 10kg/day 4.5mg/l  15kg/day NA NA ID/w 8H-C
Total Suspended Solids (TSS) 1 25mg/L  85kgiday 38mgl 130 keiday NA NA 3IDW SH.C
(December — May)
Total Suspended Solids (TSS) 1 S0mgl  17kg/day 7.5mgl 26 kg/day NA NA IDIW 8H-C
(June — November)
Total Kjeldahl Nitrogen (TKN) 2.4 30mgll.  23Tbiday 45mg/l 34 Ibiday NA NA IDIW 8H-C
(June — November)
Dissolved Oxygen (DO) 2 NA NA 7.6 mg/L NA 1D Grab
E. coli (Geometric Mean} 2,3 126 w/100mls NA NA NA ID/W Grab
Chlorpyrifos® 12 NL (ug/L) NA NA NA 1/6M Grab
Demeton® 1,2 NL (ug/L) NA NA NA 1/6M Grab
Guthion™ 12 NL (pg/L) NA NA NA 1/6M Grab
Malathion® 1,2 NL (pg/L) NA NA NA 1/6M Grab
Parathion® 1,2 NL (pg/L) NA NA NA 1/6M Grab
Temperatue 2 NL (°C) NA NA NA 1/D 1S
. Zing, Dissolved® 1 NL {ug/L) NA NA NA 1/6M Grab

Hardness, Total (as CaCO3)®™ | NL (mg/L) NA NA NA 1/6M Grab
Nitrate+Nitrite, as N 2,5 NL (mg/L) NA NA NA M 8H-C
Total Nitrogen® 2,5 NL (mg/L) NA NA NA 2/M Calculated
Total Nitrogen ~ Year to Date!® 2.5 NL {mg/L) NA NA NA M Calculated
Total Nitrogen — Calendar Year'? 2,5 4.0 mg/L NA NA NA /YR Calculated
Total Phosphorus 2 NL (mg/L) NA NA NA 2M 8H-C
Total Phosphorus — Year to Date!® 2,5 NL (mg/L) NA NA NA 1M Calculated
Total Phosphorus — Calendar Year® 2.5 0.3 mg/L NA NA NA I'YR Calculated

The basis for the limitations codes are: MGD = Miliion gallons per day. 1/D = Once every day.

1. Best Professional Judgement NA = Not applicable. 3D/YW = Three days every week.
. Water Quality Standards NL = No limit; monitor and report. . I/M = Once every month.
3. DEQ Disinfection Guidance S.U. = Standard units. 2/M = Twice every month, greater than
seven days apart.
Stream Model - Attachment 8 TIRE = Totalizing, indicating and recording equipment. 1/6M = Once every six months,
IVAC25-40 (Nutrient Regulation) IS = Immersion stabilization, VYR = QOnce every twelve months.

8H-C = A flow proportional compesile sampk collected mamally or automatically, and disretely or continuously, for the entire discharge of the
monitored eight-hour pericd. Where discrete sampling is employed, the permittee shall collect a minimum of eight (8) aliquots for compositing  Discrete
sampling may be flow prpartioned either by varying the time intaval between each aliquot or the volume of each aliquet. Time composite samples consisting of
a minirnum &ght (8) grab samples obtainad at hourly or smaller intervals may be collected
where the permittee damonstrates that the discharge flow rate (gallons per minute) does not vary by =10% or more during the monitored discharge.
Grab = An individual sample collected over a period of time not to exceed 1 5-minutes.
1/6M = The semi-annual menitoring period shall be January 1 — June 30 and July 1 - December 31. The DMR shall be submitted no later than the 10° day of the
month following the monitoring period (July 10 and January 10, respectively).
1/YR = The annual monitoring period shall be January 1 through December 31. The DMR shall be submitted no later than the 10™ day of the month following the
monitering period.
See Section 17.c.4 for more information on reporting of pesticides.
Dissolved zinc and hardness shall be collected concurrently.
Total Nitrogen = Sum of TKN plus Nitrate+Nitrite
See Section 20.a. for more information on the nutrient calculations.

oo
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20. Other Permit Requirements:

a)

Part 1.B. of the permit contains additional quantification levels and compliance reporting instructions.
9VAC25-31-190.L.4.c. requires an arithmetic mean for measurement averaging and 9VAC25-31-220.D
requires limits be imposed where a discharge has a reasonable potential to cause or contribute to an in-stream
excursion of water quality criteria, Specific analytical methodologies for toxics are listed in this permit section
as well as quantification levels ((JQLs) necessary to demonstrate compliance with applicable permit limitations or
for use in future evaluations to determine if the pollutant has reasonable potential to cause or contribute to a
violation. Required averaging methodologies are also specified.

The calculations for the Nitrogen and Phosphorus parameters shall be in accordance with the calculations set
forth in 9VAC25-820 General Virginia Pollutant Discharge Elimination System (VPDES) Watershed Permit
Regulation for Total Nitrogen and Total Phosphorus Discharges and Nutrient Trading in the Chesapeake Bay
Watershed in Virginia. §62.1-44.19:13 of the Code of Virginia defines how annual nutrient loads are to be
calculated; this is carried forward in 9VAC25-820-70. As annual concentrations (as opposed to loads) are
limited in the individual permit, these reporting calculations are intended to reconcile the reporting calculations
between the permit programs, as the permittee is collecting a single set of samples for the purpose of
ascertaining compliance with two permits.

2t.  Other Special Conditions:

a)

b)

d)

g)

95% Capacity Reopener. The VPDES Permit Regulation at 9VAC25-31-200.B.4 requires all POTWs and
PVOTWs develop and submit a plan of action to DEQ when the monthly average influent flow to their
sewage treatment plant reaches 95% or more of the design capacity authorized in the permit for each month
of any three consecutive month period. This facility is a POTW.

Indirect Dischargers. Required by VPDES Pemnit Regulation, W AC25-31-200 B.1 and B.2 for POTWs and
PVOTWs that receive waste from someone other than the owner of the teatment works.

O&M Manual Requirement. Required by Code of Virginia §62.1-44.19; Sewage Collection and Treatment
Regulations, 9VAC25-790; VPDES Permit Regulation, 9VAC25-31-190.E. The permittee shall maintain a
current Operations and Maintenance (O&M) Manual. The permittee shall operate the treatment works in
accordance with the O&M Manual and shall make the O&M Manual available to Department personnel for
review upon request. Any changes in the practices and procedures followed by the permittee shall be
documented in the O&M Manual within 90 days of the effective date of the changes. Non-compliance with
the O&M Manual shail be deemed a violation of the permit.

CTC, CTO Requirement. The Code of Virginia § 62.1-44.19; Sewage Collection and Treatment Regulations,
9VAC25-790 requires that all treatment works treating wastewater obtain a Certificate to Construct prior to
commencing construction and to obtain a Certificate to Operate prior to commencing operation of the
treatment works.

Licensed Operator Requirement. The Code of Virginia at §54.1-2300 et seq. and the VPDES Permit
Regulation at 9VAC25-31-200 C, and Rules and Regulations for Waterworks and Wastewater Works
Operators (18VAC160-20-10 et seq.) requires licensure of operators. This facility requires a Class 11
operator.

Reliability Class. The Sewage Collection and Treatment Regulations at 9VAC25-790 require sewage
treatment works to achieve a certain level of reliability in order to protect water quality and public health
consequences in the event of component or system failure. Reliability means a measure of the ability of the
treatment works to perform its designated function without failure or interruption of service. The facility is
required to meet a reliability Class of II.

Water Quality Criteria Reopener. The VPDES Permit Regulation at 9VAC25-31-220 D. requires
establishment of effluent limitations to ensure attainment/maintenance of receiving stream water quality
criteria. Should data collected and submitted for Attachment A of the permit, indicate the need for limits to
ensure protection of water quality criteria, the permit may be modified or alternately revoked and reissued to
impose such water quality-based limitations.
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Water Quality Criteria Monitoring. State Water Control Law §62.1-44.21 authorizs the Board to request
information needed to detrmine the discharge's impact on State waters. States are required to review data on
discharges to identify actual or potential toxicity problems, or the attainment of water quality goals, according
to 40 CFR Part 131, Water Quality Standards, subpart 131.11. To ensure that water quality criteria are
maintained, the permittee is required to analyze the facility's effluent for the substances noted in Attachment
A of this VPDES permit.

Siudge Reopener. The VPDES Permit Regulation at 9V AC25-31-220.C. requires all permits issued to
treatment works treating domestic sewage (including sludge-only facilities) include a reopener clause
allowing incorporation of any applicable standard for sewage sludge use or disposal promulgated under
Section 405(d) of the CWA. The facility includes a sewage treatment works.

Sludge Use and Disposal. The VPDES Permit Regulation at 9VAC25-31-100.P; 220.B.2., and 420 through
720, and 40 CFR Part 503 require all treatment works treating domestic sewage to submit information on
their sludge use and disposal practices and to meet specified standards for sludge use and disposal. The
facility includes a treatment works treating domestic sewage.

E3/E4. 9VAC25-40-70 B authorizes DEQ to approve an alternate compliance method to the technology-
based effluent concentration limitations as required by subsection A of this section. Such alternate
compliance method shall be incorporated into the permit of an Exemplary Environmental Enterprise (E3)
facility or an Extraordinary Environmental Enterprise (E4) facility to allow the suspension of applicable
technology-based effluent concentration limitations during the period the E3 or E4 facility has a fully
implemented environmental management system that includes operation of installed nutrient removal
technologies at the treatment efficiency levels for which they were designed.

Nutrient Reopener. 9VAC25-40-70 A authorizes DEQ to include technology-based annual concentration
limits in the permits of facilitics that have installed nutrient control equipment, whether by new construction,
expansion or upgrade. 9VAC25-31-390 A authorizes DEQ to modify VPDES permits to promulgate
amended water quality standards.

TMDL Reopener: This special condition is to allow the permit to reopened if necessary to bring it in
compliance with any applicable TMDL that may be developed and approved for the receiving stream.

Permit Section Part II. Part II of the permit contains standard conditions that appear in all VPDES Permits. In
general, these standard conditions address the responsibilities of the permittee, reporting requirements, testing
procedures and records retention.

22. Changes to the Permit from the Previously Issued Permit:

a)

b)

Special Conditions:

1. The O&M special condition has been revised to be consistent with current agency practice.

2. The Sludge Reopener special condition has been added as Sewage Sludge Management Plan, Sludge
Monitoring and Additional Reporting Requirements have been removed from the permit due to the factthe
facility does not land applyits sludge.

3. The Sludge Use and Disposal specil condition has been added as Sewage Sludge Management Plan, Sludge
Monitonng and AdditionalReporting Requirements have been removed from the permit due to the factthe
facility does not land applyits sludge.

4. The In-stream Monitoring special condition has been removed with this reissuance as sufficient data has
been collected.

Monitoring and Effluent Limitations:

1. At the request of the facility, monitoring and effluent limitations for the 0.30 MGD and 0.60 MGD flow
tiers were removed,

2. The ammonia limitations for the time period of December — May were removed with this reissuance based
on new effluent data and discovered technical errors in the previous permit.

3. Monitoring for Chlorpyrifos, Demeton, Guthion, Malathion and Parathion, without effluent limitation, has
been added with this reissuance based on data submitted with the reapplication package.
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4. Monitoring for Dissolved Zinc, without effluent limitation, has been added based on data submitted with
the reapplication package.
5. Monitoring for Total Hardness has been added to the permit.

c)  Other:
1. Sludge language has been removed from the permit as the facility does not land apply its sludge.
2. Part ILA (Monitoring) of the permit has been updated to incorporate the Virginia Environmental
Laboratory Accreditation Program (VELAP) requirements for laboratory analysis.

Variances/Alternate Limits or Conditions: None

Public Notice Information:
First Public Notice Date: June 13, 2013 Second Public Notice Date:  June 20, 2013

Public Notice hformation is required by9VAC25-31-280 B. All pertinentinformation is on file and may be inspected,
and copied by contactingthe: DEQ Northern Regonal Office, 13901 Crown Court, Weodbridge, VA 22193, Telephone
No. (703) 583-3853, susanmackert@deq.virginia.gov. See Attachment 11 for a copy of the public notice document.

Persons may comment in writingor by email to the DEQ on the proposed pernit action, and may request a publc
hearing, during the comment period. Comments shall include the name, address, and telephone nurber of the writer
and of all pasons represented by the commenter/requester, and shal contain a complete, concse statement of the
factual basis for comments. Only those comments received within this period wll be considered. The DEQ may decide
to hold a public kearing, including another comnent period, if publt responseis significant and there are substantial,
disputed isues relevant to the permit. Requests for pullic hearings shall stae 1) the reason why a hearing is requested;
2) a brief, informal statement regarding the nature and etent of the interest of the requester or of those represented by
the requester, including how and to what extent sich interest would be drectly and adversely affected bythe permit;
and 3) specific references, where possible,to terms and conditions o the permit with suggested revisions. Following
the comment period, the Board will nake a determination regarding the proposed pernit action. This determination
will become effective, unless the DEQ grants a public hearing Due notice of anypublic hearng will be given. The
public may request an eledronic copy of the draft pemit and fact sheet or review the draft pemit and application at the
DEQ Northern Regonal Office by appointment.

Additional Comments:

Previous Board Action(s): None

Staff Comments: None

Public Comment: No comments were received during the public notice.

EPA Checklist: The checklist can be found in Attachment 12.
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MEMORANDUM
VIRGINIA DEPARTMENT OF ENVIRONMENTAL QUALITY

NORTHERN VIRGINIA REGIONAL OFFICE

13901 Crown Court _ Woodbridge, VA 22193

SUBJECT: Flow Frequency Determination
"~ Clevengers Village WWTP (VA0080527)

TO: Permit Re-issuance File

FROM: Susan Mackert

DATE: April 2, 2013

This memo supersedes the January 31, 2008 flow frequency memo concerning the subject VPDES
permit. This is due to the facility becoming operational since the previous reissuance and to address a

name change of the facility.

The Clevengers Village WWTP discharges to the Rappahannock River near Warrenton, Virginia. Stream
flow frequencies are required at this site for use in developing effluent limitations for the VPDES permit.

The USGS has operated a continuous record gage on the Rappahannock River near Warrenton, Virginia
{(#01662000) from 1944 - 1986. The flow frequencies for the gage and the discharge point are presented

below. The values at the discharge point were determined by drainage area proportions and do not
address any withdrawals, discharges or springs lying between the gage and the outfall.

Rappahanncck River at Warrenton, VA (#01662000):

Drainage Area = 195 mi®

1Q10=14cfs High Flow 1Q10 = 25 cfs

7Q10=18cfs High Flow 7Q10 = 31 cfs
30Q10=5.5¢cfs High Flaw 30Q10 = 47 cfs

30Q5=91c¢fs Harmonic Mean = 37 cfs

Rappahanndck River at discharge point:

Drainage Area = 204 mi®

1Q10 = 1.5 cfs (0.97 mgd) High Flow 1Q10 = 26 cfs (17 mgd)
7Q10 = 1.9 ofs (1.2 mgd) High Flow 7Q10 = 32 cfs (21 mgd)
30Q10 = 5.8 cfs (3.7 mgd) High Flow 30Q10 = 49 cfs (32 mgd)

3005 =9.5cfs (6.1 mgd) . Harmonic Mean = 39 ¢fs (25 mgd)

The high flow months are December through May.

Attachment 1
Page 1 of 1



COMMONWEALTH of VIRGINIA

DEPARTMENT OF ENVIRONMENTAL QUALITY

: NORTHERN REGIONAL OFFICE
Douglas W. Domenech i3901 Crown Court, Woodbridge, Virginia 22193 David K. Paylor
Secretacy of Natural Resources (703) 583-3800 Fax (703) 583-3821 Directar
: www.deq.virginia.gov Thomas A. Faha
' Regiona Director
August 26, 2010
Culpeper County
Clevengers Village WWTP
PTL#24987, Permit VAQ080527
Mr. Jim Hoy
Culpeper County

118 West Davis St, Suite 101
Culpeper, VA 22701

Dear Mr. Hoy:

In accordance with 9VAC25-790-190 of the Commonwealth of Virginia's Sewage Collection and
Treatment Regulations, this letter transmits the Certificate to Operate (CTO) for Clevengers Village
WWTP located in Culpeper County. The CTO is being issued based on the Application for Certificate to
Operate dated August 10, 2010, and received by this office on August 13, 2010.

If you have any questions about this letter or the approval process, please contact me at (703)-583-3834 or
alison.thompson @deq.virginia.gov.

Water Permits Te¢hnical Reviewer

cc: VPDES Permit File VA0080527
VDH District Office, attn: Environmental Health Manager
Culpeper County Local Building Official '
Maynard Jones, Jr, Wiley and Wilson, 127 Nationwide Dr, Lynchburg, VA 24502-4272

Attachment: CTO

Attachment 2
Page 1 of 3



Department of Environmental Quality
APPLICATION for CERTIFICATE TO OPERATE
Under the Sewage Collection and Treatment Requlations 9 VAC

0 <
MORTHERIS ¢
A

A and/or the Water Reclamation and Reuse Regulation 9 VAC 25740 =
See instructions. Submit 1 copy of this form and any attachments. Fonm will expand as you entel ll:ttbrmati(g?=~ e mAE
Project Title: (as it appears on plans) Clevengers Village Wastewater Treatment Plant < puUs 1+ J LU

P.E. Seal Date on Cover: February 17, 2006
Specifications Title and Date: Culpeper County Water and Sewer Authority, Clevengers Village aste‘;va{ef"ﬁlegi ent
Plant, February 17, 2006

a2
Location of Project; Jeffersonton | County/City: County of Culpeper \ngg mq:;,‘%,/
Recelving Wastewater Collsection Systern(s): Clevengers Village and South Wales ——

Receiving Sewage Treatment Plani(s): Clevengers Village Wastewater Treatment Plant

PROJECT OWNER: County of Culpeper RESPONSIBLE ENGINEER
Owner Contact Name: Jim Hoy, P.E. Name: Maynard K. Jones, Jr. P.E.
Title: County Engineer Company Name: WileylWilson
Address: Environmental Services Address: 127 Nationwide Drive
118 West Davis Street, Suite 101 Lynchburg, VA 24502-4272
Culpeper, VA 22701 :

Phone: (540} 727-3409 Phone: 434.947.1657

Email: jhoy@culpepercounty.gov Email: mjones@wileywilson.com

Owner Signature and Date:

eliolzove

Copy of the original Certificate to Construct if issued prior to November 9, 2008. If applicable, provide verification
of compliance with any opnditions in the Certificate to Construct. Please se